Vertically laid Kingspan Quadcore AWP Wall
Panels to meet fire performance requirements

Panel joint stitcher screws at maximum

250mm centres

Capable Member. Gaps between members
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to be air-sealed

Standard main panel fasteners designed

to suit normal temperature conditions

Main panel fasteners to Capable Member must
be proven to support the wall panels at elevated
temperatures - consult Kingspan Tech-eXchange
and /or SFS/EJOT

Vertically laid Kingspan Quadcore AWP Wall
Panels to meet fire performance requirements
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& Wall Panels

Kingspan Limited

t: 0800 587 0090
Carrickmacross Road,

www.kingspanpanels.ie
t: 00353 42 96 98529

Insulated Roof

Kingscourt, Co.Cavan, Ireland
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